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o High loading has been found, finish goods roll height 70l-6l (80psf) ,
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] Produce and actively manage a loading plan for all floor plates within the factory
giving consideration to floor capacity and column capacity
EUESE

FRYER|[Whom is going to carry out the recommendation? ] [How will the
IEE  |[recommendation be carried out? ]
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08-07-2020 1. They have no idea about structrual caps. CVV2:01-10-2020:
Shotrage in the ground floor CVV3:24-01-2021: Shotrage have been observed in

37 the ground floor. CVV4:26-08-2021: Shotrage have been observed in the ground
floor.
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IS |Continue to implement load plan.
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08-07-2020 1. They did not continue to implement load plan. CVV2:01-10-2020:

e They can not maintain to implement load plan continuously . CVV3:24-01-2021:
2020: They can not maintain to implement load plan continuously . CVV4: 26-08-
2021: 2020: They can not maintain to implement load plan continuously .




ﬁ@jmf Ap

proval plan, Machine layout plan, Floor load plan have not been found.
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Prepare approval plan, as-built machine layout plan and floor load plan.
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08-07-2020 1. They did not submit any type load plan. CVV2:01-10-2020:
Approval plan, Machine layout plan, Floor load plan have not been found yet.
CVV3: 24-01-2021: Approval plan, Machine layout plan, Floor load plan have not
been found yet. CVV4: 25-08-2021: Approval plan, Machine layout plan, Floor
load plan have not been found yet




