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qu Highly stressed column
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ST Factory Engineer to review design, loads and columns stresses in area identified
above.
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S We have not taken action but it will be implemented within final timeline.
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Previous timeline: N/A Final Timeline: 10/31/2017 Factory has not taken action but
BRI they have agreed to implement within final timeline. CVV2: 11-0ct-2020: Factory
has not taken action to remediate retrofitting works.




B Highly stressed column
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Verify insitu concrete stresses by taking 100mm diameter cores from ground floor
IS |indicated columns. Verify reinforcement grade, diameter and number of bars in

column
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] We have not taken action but it will be implemented within final timeline.
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Previous timeline: N/A Final Timeline: 10/31/2017 Factory has not taken action but
&S] they have agreed to implement within final timeline. CVV2: 11-0ct-2020 Factory
has not taken action to remediate retrofitting works.

B Highly stressed column
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] Produce and actively manage a loading plan for all floor plates within the factory
giving consideration to floor capacity and column capacity.
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S We have not taken action but it will be implemented within final timeline.
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Previous timeline: N/A Final Timeline: 10/31/2017 Factory has not taken action but
@ |they have agreed to implement within final timeline CVV2: 11-Oct-2020: Factory
has not taken action to remediate retrofitting works.
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approved Vertical Structure
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As-built architectural and structural drawings to be prepared for 6th, 7th & 8th
S floor and submitted for approval by appropriate authority. As part of this process
the building engineer will be required to make a number of checks on the
structural design as described in the following recommendation.
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W “|We have not taken action but it will be implemented within final timeline.
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Previous timeline: N/A Final Timeline: 10/31/2017 Factory has not taken action but
W@ |they have agreed to implement within final timeline. CVV2: 11-Oct-2020: Factory
has not taken action to remediate retrofitting works.




