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Lack of horizontal bracings have been observed in roofing frame.
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] Building enginger to ver?fy the inteqrity gf existjng roofing system on entire
structure and install horizontal bracings if required.
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FRYER|[Whom is going to carry out the recommendation? ] [How will the
IEE  |[recommendation be carried out? ]
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CVV1: 22-Dec-2019 Lateral stability and connection checking have not been
found. Horizontal and vertical bracing are not available. CVV2: 24-Mar-2020
Lateral stability and connection checking have not been found. Horizontal and
vertical bracing are not available. As-built drawings have been found mismathed
with as-built condition. As-buit drawinngs have beend done by Advance
Engineering which is not DIFE enlisted structural consultancy firm. CVV3: 19-Oct-
2020 Lateral stability and connection checking have not been found. Horizontal
and vertical bracing are not available. As-built drawings have been found
o mismathed with as-built condition. As-buit drawinngs have beend done by

Advance Engineering which is not DIFE enlisted structural consultancy firm. CVV4:
08-04-2021 Lateral stability and connection checking have not been found.
Horizontal and vertical bracing are not available. As-built drawings have been
found mismathed with as-built condition. As-buit drawinngs have beend done by
Advance Engineering which is not DIFE enlisted structural consultancy firm. CVV5:
05-Sep-2021 Lateral stability and connection checking have not been found.
Horizontal and vertical bracing are not available. As-built drawings have been
found mismathed with as-built condition. As-buit drawinngs have beend done by
Advance Engineering which is not DIFE enlisted structural consultancy firm.




