
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর সুরা িনবন িনত করন

  

কাপ পযেবেণর তথ

করখানার নাম িনডল ওয়াক িলঃ
িঠকনা 16/1 & 16/1 Ka, New Jurain, Buriganga Setu Market (2nd Fl)
করখানার েকড DHK411
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  -
১. পযেবণ

পিরদশন
পযেবণ Floor Load Plan

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
The factory owner has been instructed to prepare and submit a load plan for
vetting. Once it is submitted by the factory owner, it will be duly vetted. The
factory owner should arrange displaying the approved load plan for each floor on
the wall in a visible loaction and shall adhere to it.

সুপািরেশর
তথসূ
করখানার
কযম Floor load plan has been prepared.

অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

On visit date 06/05/2021: Floor load plan found during visit and maintaining
properly. This factory management have done all structural remediation works
under ACCORD supervisition along with retrofitting also. All design & drawings are
reviewed & accepted by ACCORD. All ACCORD’s Structural CAPs are found
“Corrected”. ACCORD completion certificate for Structural also found in factory
during inspection. The factory management have submitted all ACCORD approved
design & drawings to DIFE RCC on 15/11/2020. Now they are waiting for taskforce
decision from DIFE RCC.

২. পযেবণ



পিরদশন
পযেবণ Vertical or horizontal Extension

কাপ
আইেটম
কাটগির

২.১. কযম

কযম No horizontal or vertical extension of the building shall be made without detail
engineering assessment.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব On visit date 06/05/2021: No vertical or horizontal extension observed on the
visiting date.

৩. পযেবণ

পিরদশন
পযেবণ Distress in Primary Structural Element

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম
The owner or user of the building should be vigilant about development of any
distress, particularly in primary structural elements such as columns, beams and
slabs. If crack appear, propagate and widen, detail assessment and adoption of the
remedial measures may become necessary.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর অিবলে
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব On visit date 06/05/2021: No distress in any stuctural element observed during
inspection.


