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AR An undocumented roof truss shed found on the roof which covers 40% of the roof.
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Building engineer to check the capacity and stability of the lightweight roofs and

4S9 |make any necessary alterations. Confirm its ability to withstand all wind loading
pressure, suctions and uplift forces.
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LRSI On-10-09-2020~- They did not take any action.




In structural design drawing, 08 nos of columns were shown in gridC. In existing
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s74&@4| condition, 07 nos of columns were found in grid-C. Floor load plan was not found..
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Update calculations showing the structural adequacy of the building structure
taking into account the factory design imposed loading and the as built structure.
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On-10-09-2020-In structural design drawing, 08 nos of columns were shown in
gridC.But has been found in existing condition, 07 nos of columns were found in
grid-C.
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Building Engineer to survey as constructed building and prepare as built structural
drawing and floor load plan
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On-10-09-2020- They did not take any action.




