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e Horizontal and vertical bracing have not been found along the span, which may make
ﬁ.@gq the building laterally unstable. Besides, connection between column & truss in the non
engineered portion are not proper.

I
3G
FrerelE

3.8, RS

Building Engineer have to verify the lateral stability of the shed and confirm the

FIEST  |requirement of bracings in horizontal and vertical directions.also make proper
connection joints to the non engineered portion.
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5.2, PHEH
IS |Building Engineer to confirm the installation of bracing if required.
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qu Roof truss is missing at the non-engineered shed, which is shown in drawing.
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] Building Engineer to survey the shed to compare with approval drawings. As-built

drawings to be prepared showing the correct as constructed layout.
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IS |Building engineer to confirm installation of truss members in the shed if required.
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ﬁ.@gql Full set of structural drawing, soil test report, material test report are not available.
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] Building Engineer to develop set of as-built drawings showing structural details,

foundations and framing on Plan, Section and Elevation drawings.
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