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As built architectural drawing to be prepared for Building-3 in where all building
I |components need to be mentioned at actual location. As part of this process

building engineer will be required to make a number of checks on the building.
EUGSE

FHYEHE [Factory has prepared as-built drawing modifining the discrepencies assigning their
FEFN  |consultant.
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As built structural drawing , DEA report has been found on site 17 th August
2021:As built design drawing found on site.
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oA Water stagnation on roof top
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] All construction materials need to be removed from roof top to allow the proper
drainage and drainage system also needs to be improved if required.
EUESE

P |No action has been taken yet. Factory has agreed to provide necessary slope to
FE&S  |allow full drainage as per guidance of their consultant.
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&S] Vertical extension work on going. 17 th August 2021:Vertical extension is going on.
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S Exposed rebar needs to be covered by lean graded concrete not to allow moisture
to the steel because the steel has been already started rusting.
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FEEH |All exposed rebars have been covered by concrete. There is no provision of
I weathering to the reinforcement.
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Coating has been applied on rebar. 17 th August 2021:Some exposed rebar
observed because of under construction issue.
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