
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর সুরা িনবন িনত করন

  

কাপ পযেবেণর তথ

করখানার নাম মনেট েফি িলঃ
িঠকনা Building-1, Nayapara, Kashimpur, Gazipur
করখানার েকড GZP238
কলার েকড

মূলায়েনর ধরণ:  ৈবুিতক মূলায়ন পযেবেণর তিরখ:  ২৪-০১-২০২৩
১. পযেবণ

পিরদশন
পযেবণ  Poor illumination in transformer room  Silica gel is in poor condition

কাপ
আইেটম
কাটগির

১.১. কযম

কযম  Ensure illumination in the transformer room  Maintain quality silica gel
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

12-Feb-2019 (CVV-1): i) The substation room is illuminated properly. ii) Silica
gel found is in good condition. 17-Nov-2019 (CVV-2): i) The generator room is
illuminated properly. ii) The transformer is removed from the substation. 06-
Sep-2020 (CVV-3): i) The generator room is illuminated properly. ii) The
transformer is removed from the substation. 06.12.2020: i) The generator room is
illuminated properly. ii) The transformer is removed from the substation. 16-05-
2022 CCVV: Completed. 24-01-2023 CCVV: Completed.

২. পযেবণ



পিরদশন
পযেবণ  No cover on the cable trench

কাপ
আইেটম
কাটগির

২.১. কযম

কযম  Provide cover on the cable trench
সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

12-Feb-2019 (CVV-1): Covers are provided for cable tray on floor. 17-Nov-2019
(CVV-2): Covers are not provided for cable tray on production floor. 06-Sep-
2020 (CVV-3): Covers are provided for cable tray on production floor.
06.12.2020: Covers are provided for cable tray on production floor. 16-05-2022
CCVV: Completed. 24-01-2023 CCVV: Completed.

৩. পযেবণ



পিরদশন
পযেবণ

 The substation room is not properly segregated from the rest of the occupancy  No
SLD/clear identification mark on distribution panel  No earthing at all required electrical
points

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম
 Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated self-closing swing door for the
Substation room.  Provide clear identification mark on distribution panel and relevant
SLD  Ensure earthing for all required electrical points

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

12-Feb-2019 (CVV-1): i) All the distribution boards do not have clear and permanent
identification markings. Also single line diagram for electrical system are not available
on most of the distribution boards. ii) Electrical equipment is not efficiently earthed.
Also earth conductor (ECC) inside the panel boards cannot be identified due to the
absence of means of identification by separate marking tape, tagging or other
approved means. As a result dedicated earthing with adequate size for each circuit and
equipment cannot be identified. 17-Nov-2019 (CVV-2): i) All the distribution boards
do not have clear and permanent identification markings. Also single line diagram for
electrical system are not available on most of the distribution boards. ii) Electrical
equipment is not efficiently earthed. Also earth conductor (ECC) inside the panel
boards cannot be identified due to the absence of means of identification by separate
marking tape, tagging or other approved means. As a result dedicated earthing with
adequate size for each circuit and equipment cannot be identified. 06-Sep-2020
(CVV-3): i) All the distribution boards do not have clear and permanent identification
markings. Also single line diagram for electrical system are not available on most of the
distribution boards. ii) Electrical equipment is not efficiently earthed. Also earth
conductor (ECC) inside the panel boards cannot be identified due to the absence of
means of identification by separate marking tape, tagging or other approved means. As
a result dedicated earthing with adequate size for each circuit and equipment cannot
be identified. 06.12.2020: i) SLD/clear identification mark on distribution panel ii)
Electrical equipment is earthed but not dedicated every where & some problem found
with their cable size. 16-05-2022 CCVV: i) Some distribution boards do not have clear
and permanent identification markings. Although single line diagram for electrical
system are available on most of the distribution boards but does not match with actual
circuits. ii) Earth conductor (ECC) inside the panel boards cannot be identified due to
the absence of means of identification by separate marking tape, tagging or other
approved means. As a result dedicated earthing with adequate size for each circuit and
equipment cannot be identified. 24.01.2023 CCVV: i) Some distribution boards do not
have clear and permanent identification markings. ii) Earth conductor (ECC) inside
the panel boards cannot be identified due to the absence of means of identification by
separate marking tape, tagging or other approved means. As a result dedicated
earthing with adequate size for each circuit and equipment cannot be identified.

 সংযুসমূহ (৪) 
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৪. পযেবণ

পিরদশন
পযেবণ

 The substation room is not properly segregated from the rest of the occupancy  No
indicating lamps on the panel  No detector in substation

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম
 Provide fire rated enclosure from floor to ceiling and an approved fire rated
selfclosing swing door for the Substation room.  Provide indicating lamps in the
panel  Install appropriate detectors.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

12-Feb-2019 (CVV-1): i) Indicator lamps installed on the panel boards are
operational. 17-Nov-2019 (CVV-2): i) Indicator lamps installed on the panel
boards are operational. 06-Sep-2020 (CVV-3): i) Indicator lamps installed on
the panel boards are operational. 06.12.2020: i) Indicator lamps installed on the
panel boards are operational. 16-05-2022 CCVV: i) Indicator lamps installed on
the panel boards are operational. 24-01-2023 CCVV: i)Transformer room is
separate from rest of the building. Ii) All Panel have Indication lamp and working
properly. iii) Detector and other fire instrument is install if Substation room.

 সংযুসমূহ (৪) 
          

৫. পযেবণ
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পিরদশন
পযেবণ

 No instruction for first aid to electrical shock and artificial respiration  Uncovered
cable trench and non-conductive mat insufficient

কাপ
আইেটম
কাটগির

৫.১. কযম

কযম
 Provide instructions for first aid and artificial respiration from exposure to
electrical shock.  Provide cover on the cable trench and sufficient rubber mat in
front of the panel

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

12-Feb-2019 (CVV-1): i) Instruction board for first aid and artificial respiration
are available. ii) Covers are provided for cable tray on floor and electrical
insulation mats are provided in front of distribution boards. 17-Nov-2019 (CVV-
2): i) Instruction board for first aid and artificial respiration are available. ii)
Covers are not provided for cable tray on production floor and electrical insulation
mats are provided in front of distribution boards. 06-Sep-2020 (CVV-3): i)
Instruction board for first aid and artificial respiration are available. ii) Covers are
provided for cable tray on production floor and electrical insulation mats are
provided in front of distribution boards. 06.12.2020: i) Instruction board for first
aid and artificial respiration are available. ii) Covers are provided for cable tray on
production floor and electrical insulation mats are provided in front of distribution
boards. 16-05-2022 CCVV: Completed. 24-01-2023 CCVV: Completed.

৬. পযেবণ



পিরদশন
পযেবণ

 No SLD/clear identification mark for MDB/DB/SDB  MDB installed on the wooden
board  MDB/DB/SDB door not earthed  Loose or broken box/socket  MDB does not
have duplícate earth leads

কাপ
আইেটম
কাটগির

৬.১. কযম

কযম
 Provide clear identification mark on MDB/DB/SDB and provide SLD  Install
MDB/DB/SDB/SB/MCCB on noninflammable board.  Provide earthing to door of
MDB/DB/SDB.  Repair broken socket  Provide duplicate earth leads for MDB.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

12-Feb-2019 (CVV-1): i) All the distribution boards do not have clear and
permanent identification markings. Also single line diagram for electrical system
are not available on most of the distribution boards. ii) Wooden boards have been
replaced by non-inflammable board (metallic panel board). iii) Panel doors are
properly grounded. iv) Loose or broken box/socket is not found. v) MDB does not
have duplicate earth leads 17-Nov-2019 (CVV-2): i) All the distribution boards
do not have clear and permanent identification markings. Also single line diagram
for electrical system are not available on most of the distribution boards. ii)
MCCBs and Electric Meters are installed on the wooden board. iii) Panel doors are
properly grounded. iv) Loose or broken box/socket is not found. v) MDB does not
have duplicate earth leads 06-Sep-2020 (CVV-3): i) All the distribution boards
do not have clear and permanent identification markings. Also single line diagram
for electrical system are not available on most of the distribution boards. ii)
Wooden boards have been removed. iii) Panel doors are properly grounded. iv)
Loose or broken box/socket is not found. v)MDB does not have duplicate earth
leads. 06.12.2020: i) SLD/clear identification mark on distribution panel ii)
Wooden boards have been removed. iii) Panel doors are properly grounded. iv)
Loose or broken box/socket is found. but cables are connected without cable lug.
v) MDB does not have duplicate earth leads. 16-05-2022 CCVV: i) Some
distribution boards do not have clear and permanent identification markings.
Although single line diagram for electrical system are available on most of the
distribution boards but does not match with actual circuits ii) Wooden boards have
been removed. iii) Panel doors are properly grounded. iv) Loose or broken
box/socket is not found. v)Duplicate earth leads are provided for MDB . On
24.01.2023 CCVV: i) Some distribution boards do not have clear and permanent
identification markings. Although single line diagram for electrical system are
available on most of the distribution boards but does not match with actual circuits
ii) Wooden boards have been removed. iii) Panel doors are properly grounded.
iv) Loose or broken box/socket is not found. v)Duplicate earth leads are provided
for MDB.

 সংযুসমূহ (৮) 
                      

৭. পযেবণ
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পিরদশন
পযেবণ

 Lightning protection system not available  Air Terminals absent.  Earthing/lightning
pits are not identified

কাপ
আইেটম
কাটগির

৭.১. কযম

কযম  Provide appropriate earthing and lightning protection system.  Provide air
terminals  Take necessary measures for identifiable lightning pits

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর ৬ মাস
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

12-Feb-2019 (CVV-1): Lightning protection system is installed on the building but
it does not match with the drawing. 17-Nov-2019 (CVV-2): Lightning protection
system is installed on the building but it does not match with the drawing. 06-
Sep-2020 (CVV-3): Lightning protection system is installed on the building but
LPS drawing is not approved by the DIFE yet. 06.12.2020: Lightning protection
system is installed on the building but LPS drawing is not approved by the DIFE
yet. 16-05-2022 CCVV: Lightning protection system is installed on the building,
but does not match with the drawing. Also, LPS drawing is not approved yet. 24-
01-2023 CCVV: Lightning protection system is installed on the building, but does
not match with the as build drawing. Also, LPS drawing is not approved yet.

 সংযুসমূহ (৪) 
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