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ST Factory owner have been instructed to prapare & submitted a load plan of the
factory building.
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e Visit Date: 17-02-2020 Not found any floor load plan and As built structural
drawing. 22 nd December 2020:No Design Drawing found on site.




B Cross bracing
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FEFH  |Cross bracing should be added on roof & external sides.
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] We will install Cross bracing.
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Visit Date: 17-02-2020 Not observed any cross bracing added to roof and external
RS) sides. 22 nd December 2020:No horizontal or vertical cross bracing found in the
structures.

"W‘T Extention
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F5F9  |No horizontal & vertical extention shall be made without detail investigation.
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Visit Date: 17-02-2020 Not found any detail assesment report and as built
architectural drawing to check further extention. 22 nd December 2020:No design
drawing found on site.A two storied steel structure building and some anciliary
shed foud in the factory.




"IWCT Distress
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owners/factory users should obseve the development of any distress particularly
IS |in primary structural elements, if any cracks appear,propagate & widen then detail
assessment and adoption of remedial measures may become necessary.
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e Visit Date: 17-02-2020 Not observed any cracks in primary structural elements.
22 nd December 2020:No major distress found in primary structural elements.




