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ST Factory Engineer to review design, loads and columns stresses in area identified
above..
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On 24/08/2020: They still not contract with any consulting firm for this issue.
Ry 04.11.2020: Not Interested for any Structural remediation. On 02.02.2021: Still not
taken any action. On 07.06.2021: DEA work not started. 18.08.2021: Still not did
agreemnet with consulting farm regarding this issue.
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] Verify insitu concrete stresses either by 100mm dia. cores or existing cylinder
strength data for B6 column.
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On 24/08/2020: They still not contract with any consulting firm for this issue.
04.11.2020: Not Interested for any Structural remediation. On 02.02.2021: Still not
taken any action. On 07.06.2021: core test work not started. 18.08.2021: Still not
did agreemnet with consulting farm regarding this issue.
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] Produce and actively manage a loading plan for all floor plates within the factory
giving consideration to floor capacity and column capacity.
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On 24/08/2020: They still not contract with any consulting firm for this issue.
04.11.2020: Not Interested for any Structural remediation. On 02.02.2021: Still not
taken any action. On 07.06.2021: DEA work not started. 18.08.2021: Still not did
agreemnet with consulting farm regarding this issue.
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] Sections of plaster finish to beamto be removed to investigate if dampness
penetrates into the building structure.
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On 24/08/72020: Dampness have not found at mentioned location and this place is
coverd by shops interior furniture. 04.11.2020: Dampness not found. Refer to
previous comment On 02.02.2021: No dampness found. On 07.06.2021: Dampness
not found during inspection 18.08.2021: Damness not observed during inspection.

B No water proofing and roof drainage system
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] Water proofing and proper roof drainage system need to be implemented as
directed by the guidance of building engineer.
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On 24/08/2020: Water ponding have not found at mentioned location and they
develop proper drainage system. 04.11.2020: Found ok. On 02.02.2021: Found ok.
On 02.02.2021: water proofing and roof drainage found ok. 18.08.2021: Water
proofing and roof drainage found ok.




