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A% |Mixing units were open during processing. No dust collector had been found. Odor was
s4@%|felt in the production area during assessment.
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ST Mixing units should be kept covered while processing and exhaust or dust collector
needs to be installed if it is necessary.
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=Y |It was hard to breath at store room 1 during assessment. Flammable liquids were kept
s4@%l|there and exhaust system was very poor. Vapors were stuck in the store.
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FEFH  |Active Exhaust system needs to be installed at store room 1.
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B MSDS of the harmful chemicals are not displayed
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] MSDS or signs for safe handling of hazardous chemicals must be displayed at
places they are being used or stored.
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=% |PPEs have been provided by the factory and workers are using them while working but
s4& %l not adequate and appropriate.
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8.5. IHHH

F4F9  |Adequate PPE should be provided by factory.
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% |Appropriate PPE not available in all cases. Goggles, safety boots, respirator (for toxic
s4@%d|chemicals) & protective clothing had not been found.
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Factory needs to supply goggles, respirator, protective clothing & safety boots for
F4S  [the workers while handling toxic chemicals and appropriate PPE should require in

all cases.
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%44 [No document of the chemical handling and equipment handling safety training has
s4&@4|been found.
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] Proper training regarding workplace safety must be provided to workers by

professionals.
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e Proper labeling has not been found in most case. Label was removed in many cases.
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IS |Appropriate and understandable labelling should be displayed.
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I |Storage rooms for flammable and combustible liquids did not have explosion-proof
s4&@%l|lights. (store room 2). No electrical line had been found at store room 1.
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] Factory management needs to install explosion proof lights at the flammable liquid
store rooms. (store room 2)
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e All spills of chemicals were not cleaned up promptly.
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S All spills of chemicals need to be cleaned up promptly and necessary spill kit
should be kept nearby.
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Eye wash fountains and safety showers are not provided in areas where corrosive

AT
{1 chemicals are handled.
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] Eye wash fountains and safety showers need to be provided in areas where
corrosive chemicals are handled.
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‘ﬁ'@mfl There is no list of hazardous substances in the factory
I
SRS
bl

35,5, RS

S Hazard Identification & Risk Assessment (HIRA) must be done by expert
professionals to make a list of hazardous substances for the workplace.
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No visual sign regarding eating prohibition observed in the hazardous chemical usage
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= |area.
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] Eating must be prohibited where hazardous chemicals are present by introducing

visual signboard.
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