
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "সু িমক, েশাভন কমপিরেবশ;
গেড় তুলেব াট বাংলােদশ"

  

কাপ পযেবেণর তথ

করখানার নাম েকিজমা িলিরক গামেমস িল:
িঠকনা Plot-309, Chandona, Noljani, Gazipur
করখানার েকড GZP193
কলার েকড

মূলায়েনর ধরণ:  ৈবুিতক মূলায়ন পযেবেণর তিরখ:  ৩০-০১-২০২৩
১. পযেবণ



পিরদশন
পযেবণ

 The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door  No detector in generator room  No firefighting
equipment is present in the generator room  Combustible materials inside generator
room  One point frame earthing of generator instead of two  No earth fault protection
provided

কাপ
আইেটম
কাটগির

১.১. কযম

কযম
 Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated self-closing swing door for the
Generator room.  Provide firefighting equipment as required by the Guidelines. 
Provide earth fault protection as required by Guidelines.

সুপািরেশর
তথসূ
করখানার
কযম We will engage a DIFE listed consulting firm to complete this issue.

অািধকর ৬ সাহ
চূড়া
সময়সীমা ২৪-০৭-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

01.10.2020: The generator room is properly segregated from the rest of the
occupancy. No Combustible materials inside generator room. One point frame
earthing of generator instead of two. No earth fault protection provided. 7.01.2021
CVV 3: Generator room is properly segregated from the rest of the occupancy but
No Combustible materials inside generator room two point frame earthing found,
No earth fault protection provided. 08.06.2021: Generator room is properly
segregated from the rest of the occupancy but No Combustible materials inside
generator room two point frame earthing found, No earth fault protection provided.
25.08.2021: Generator room is properly segregated from the rest of the occupancy
but No Combustible materials inside generator room two point frame earthing
found, No earth fault protection provided. 04-08-2022 : Generator room is
properly segregated from the rest of the occupancy but No Combustible materials
inside generator room Two point frame earthing found, No earth fault protection
provided. 30-01-2023: 30-01-2023: Generator room is properly segregated from
the rest of the occupancy. They installed Fire rated door. Detector found in
generator room. Firefighting equipment is present in generator room. Combustible
materials not found in generator room. Two point frame earthing found. Earth fault
protection Provided.

 সংযুসমূহ (৫) 
             

২. পযেবণ
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পিরদশন
পযেবণ

 Separating wall not extended up to the ceiling  Improper door  Panel body & door
not earthed  No clear identification mark on distribution panel  No instruction for first
aid to electrical shock

কাপ
আইেটম
কাটগির

২.১. কযম

কযম
 Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated self-closing swing door for the
Substation room.  Ensure earthing of panel body & door.  Provide clear
identification mark on distribution panel.

সুপািরেশর
তথসূ
করখানার
কযম We will complete this issue within given timeline.

অািধকর ৬ সাহ
চূড়া
সময়সীমা ২৪-০৭-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

01.10.2020: They are changing DB boards according to approved drawing. Panel
and doors are not earthed every panel but they are on to it, there are identification
mark on some boards , no first aid instruction so far. 7.01.2021 CVV 3: Separating
wall extended up to the ceiling but yet to install fire door, Panel and doors are not
earthed every panel ,fir aid instruction board not hanged in every panels, some
identification is permanent some are not. 08.06.2021: Separating wall extended up
to the ceiling but install fire door, Panel and doors are not earthed every panel ,fir
aid instruction board not hanged in every panels, some identification is permanent
some are not. 25.08.2021: Separating wall extended up to the ceiling but install
fire door, Panel and doors are not earthed every panel ,fir aid instruction board not
hanged in every panels, some identification is permanent some are not. 04-08-
2022 : Separating wall extended up to the ceiling but install fire door, Panel and
doors are not earthed every panel ,fir aid instruction board not hanged in every
panels, some identification is permanent some are not. 30-01-2023: Separation
wall extend till ceiling. Fire door installed where required. Door Earth connection
found ok. Clear identification marking found in DB's. Danger sign placed in every
DB's.

 সংযুসমূহ (৩) 
       

৩. পযেবণ

https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/9503/0/2.png
https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/9503/0/2.png
https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/9503/0/2-1.png
https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/9503/0/2-1.png
https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/9503/1/2-2.png
https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/9503/0/2.png
https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/9503/0/2-1.png
https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/9503/1/2-2.png


পিরদশন
পযেবণ

 No instruction for first aid to electrical shock  Connection without lug  Body & door
not earthed  No or empty earth bar/neutral bar  MCCB/MCB box broken/loose 
Does not have duplicate earth leads  As built Electrical Single Line Drawing (SLD) not
available  As built Electrical Layout Line Drawing (ELD) not available  Wiring
diagram for all distribution board not available

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম
 Provide instructions for first aid from exposure to electrical shock.  Provide as
built Electrical Single Line Drawing (SLD)  Provide as built Electrical Layout Line
Drawing (ELD)  Provide wiring diagram for all distribution board

সুপািরেশর
তথসূ
করখানার
কযম We will engage a DIFE listed consulting firm to complete this issue.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ২৪-০৭-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

01.10.2020: First aid instructions are not there but lugs issues are solved in many
panels without 2 panels, some body and doors are earthed, new mcb/mccb box
installed, as built sld and eld will be done after full remediation, wiring diagram is
not available. 7.01.2021 CVV 3: New mcb/mccb box installed, as built sld and eld
will be done after full remediation, wiring diagram is not available. First aid
instructions are not there but lugs issues are solved in many panels without 2
panels, 08.06.2021: New mcb/mccb box installed, as built sld and eld will be done
after full remediation, wiring diagram is not available. First aid instructions are not
there but lugs issues are solved in many panels without some DB. 25.08.2021:
New mcb/mccb box installed, as built sld and eld will be done after full
remediation, wiring diagram is not available. First aid instructions are not there but
lugs issues are solved in many panels without some DB. 04-08-2022 : New
mcb/mccb box installed, as built sld and eld will be done after full remediation,
wiring diagram is not available. First aid instructions are not there but lugs issues
are solved in many panels without some DB. 30-01-2023: First aid instruction
board found in DB. Connection not found without lug. All Door earthed properly.
Earth and neutral bar found connected. No broken box found. duplicate earth lead
found. As build SLD found but some mismatched found. ELD found during visit.
Waring diagram found for all DB's.

 সংযুসমূহ (৮) 
                      

৪. পযেবণ
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পিরদশন
পযেবণ  Undressed and messy wiring/cables

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম  Replace undressed messy wiring/cables
সুপািরেশর
তথসূ
করখানার
কযম We will complete this issue within given timeline.

অািধকর ৬ সাহ
চূড়া
সময়সীমা ২৪-০৭-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

01.10.2020: First aid instructions are not there but lugs issues are solved in many
panels without 2 panels, some body and doors are earthed, new mcb/mccb box
installed, as built sld and eld will be done after full remediation, wiring diagram is
not available. 7.01.2021 CVV 3: New mcb/mccb box installed, as built sld and eld
will be done after full remediation, wiring diagram is not available. First aid
instructions are not there but lugs issues are solved in many panels without 2
panels. 08.06.2021:New mcb/mccb box installed, as built sld and eld will be done
after full remediation, wiring diagram is not available. First aid instructions are not
there but lugs issues are solved in many panels without some DB. 25.08.2021:
New mcb/mccb box installed, as built sld and eld will be done after full
remediation, wiring diagram is not available. First aid instructions are not there but
lugs issues are solved in many panels without some DB. 04-08-2022 : New
mcb/mccb box installed, as built sld and eld will be done after full remediation,
wiring diagram is not available. First aid instructions are not there but lugs issues
are solved in many panels without some DB. 30-01-2023: Undressed Cable not
found in DB's.

 সংযুসমূহ (২) 
    

৫. পযেবণ
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পিরদশন
পযেবণ  Lightning protection system not available

কাপ
আইেটম
কাটগির

৫.১. কযম

কযম  Provide appropriate Lightning protection system.
সুপািরেশর
তথসূ
করখানার
কযম We will engage a DIFE listed consulting firm to complete this issue.

অািধকর ৬ মাস
চূড়া
সময়সীমা ২৪-০৭-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

01.10.2020: LPS system has been installed but didn't fully match with drawing.
After the structural remediation they will go for it. 7.01.2021 CVV 3: LPS is installed
but due to renovation of the roof some spike is dislocated. 08.06.2021: LPS is
installed but due to renovation of the roof some spike was missing. 25.08.2021:
LPS is installed but due to renovation of the roof some spike was missing. 04-08-
2022 : LPS is installed but due to renovation of the roof some spike was missing.
30-01-2023: LPS Installed in the building and Design also found as build.

 সংযুসমূহ (৪) 
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