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AR Location-Office room. -Updated lAs built Electrical Layout Drawingsll wasn't available
‘ﬁ'@%ﬁ in the factory and the factory maintenance person doesnllt have enough knowledge
about electrical layout drawing.

FI
I
el
5.8, FHEE
1. Provide updated Electrical layout drawing prepared after proper locations of all
outlets for lamps, fans, fixed and transportable appliances, motors etc. 2.
¥4 |Drawings to indicate exact positions of all points of switch boxes and other outlets
to match existing installation. 3. As built drawing to be approved by the engineer-
in—charge.
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At 09.09.2020: Not started anything. At 15.12.2020: Not done agreement with any
BRI consulting firm. 11.08.2021: Not started anything. . Ownership have changed . They
Have no idea About remediation Work .




‘ﬁ‘@gql Location-Generator shed -Ventilation in Generator room was inadequate

711
ARG
FIerER

.S, IR

IS |Provide adequate ventilation arrangements for indoor substation.

EUGSE

] Initiative has not been taken yet but agreed to complete within timeline.

SRR v Bl
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e At 09.09.2020: Not started anything. At 15.12.2020: Ventillation of generator room

is not adequate. 11.08.2021: Ventillation of generator room is not adequate.

O
A

e Location-Generator shed -lllumination in Generator room was inadequate

I
3G
FrerelE

9.5, I

4@ |Provide adequate illumination for substation.

EUESE

SHT Implemented
PR v 71212

oYy—-ohE—-202R

ERHID

At 09.09.2020: Not started anything. At 15.12.2020: Generatoor room illumination
is not enough. 11.08.2021: Generatoor room illumination is not enough.




‘ﬁ.@gql Location-Generator shed -Combustible materials were found inside DG room.
I
AR
KRG
8.5. IS
IEE  |All unwanted materials should be removed from Generator room.
EUGSE
m' Implemented
JAFHE| v 71212
P®E |
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At 09.09.2020: Not started anything. At 15.12.2020: Combustible materials were
qEqT found inside DG room. 11.08.2021: Combustible materials were found inside DG
room.

‘ﬁﬁgql Location-MDB at 3rd floor -Rubber mat was not provided in front of distribution panels.

711
ARG
FIerER

¢.5. IR

IS |Provide rubber mats of adequate size in front of all distribution panels.
EUGSE
Ak
m' Implemented
SERRFR| w1212
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At 09.09.2020: Not started anything. At 15.12.2020: Rubbermat was not found.
11.08.2021: Rubbermat was not found.




‘ﬁ.@gql Location-Generator room at ground floor -Smoke detector was not available.

711
ARG
FIerER

.. P
] Install smoke detection and provide firefighting equipment in the substation and

generator room.
EUESE

W “|Initiative has not been taken yet but agreed to complete within timeline.
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At 09.09.2020: Not started anything. At 15.12.2020: Smoke ditector not available.
11.08.2021: Smoke ditector not available.

I |Location-Generator shed -Fire rated wall and fire door was not available for generator
=&l room

3
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EILDRIG!

9.5, IR

] Provide 4 hour fire rated walls all around the transformer / generator room on

ground level.
EUESE

W " |Initiative has not been taken yet but agreed to complete within timeline.
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At 09.09.2020: Not started anything. At 15.12.2020: Fire separation not installed in
Generator room. 11.08.2021: Fire separation not installed in Generator room.




7 |Location-Generator shed -Area of the generator room was 12.98m2, and there was/
s4&%<l|was no provision to increase the room size.

711
ARG
FIerER

b.S. IR

] Modify Area of generator room to meet requirements of Table 4.4, RMG Guideline;
the area should be 36m2, or relocate the generator room.
EUESE

Ch/bt]

W “|Initiative has not been taken yet but agreed to complete within timeline.
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At 09.09.2020: Not started anything. At 15.12.2020: Generator room has no
provision to increase. 11.08.2021: Generator room has no provision to increase.

‘ﬁ‘@gql Location-MDB at 3rd floor —-Cable socket was not provided at the cable end.

711
ARG
FIerER

.5, IS

] 1. All stranded conductors > 6mm?2 to be provided with cable sockets. 2. All
stranded conductors < 6 mm2, at exposed end should be soldered / crimped.
EUESE

Ch/bt]

W " |Initiative has not been taken yet but agreed to complete within timeline.

JFHE| v %12
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At 09.09.2020: Not started anything. At 15.12.2020: cable socket was not provided
in cable end. 11.08.2021: cable socket was not provided in cable end.




‘ﬁ.@gql Location-MDB at 3rd floor -Exposed wire was noticed at electrical operational extent.

711
ARG
FIerER

so.8. FHHA
] All strands cables at exposed ends should be properly soldered / crimped and

insulated.
EUESE
CRIbE]

W “|Initiative has not been taken yet but agreed to complete within timeline.

JYFHE| 7122
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At 09.09.2020: Not started anything. At 15.12.2020: Exposed wire found.
11.08.2021: Exposed wire found.

"% |Location-Facility ~Energy meter was not installed at convenient height to note meter
4@ | reading.

B2l
RGN
RORIE]

38,5, IS

] Energy meters should be installed at convenient height (At least 1.5 m above
ground ) with proper protection.
EUESE

W " |Initiative has not been taken yet but agreed to complete within timeline.
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Re—52—2020

RERNID

At 09.09.2020: Not started anything. At 15.12.2020: Energy meter is in same place
till now. 11.08.2021: Energy meter is in same place till now.




‘ﬁ‘@gql Location-MDB at 3rd floor -Cross-circuiting ( Bunching at MCCB/MCB ) was observed

711
ARG
FIerER

SR8, IS

Avoid looping and bunch of cable at MCCB/MCB or bus bar terminal, use individual
¥4 [circuit and over current device for every incoming and outgoing circuit at the

distribution boards.
EUGSE

] Initiative has not been taken yet but agreed to complete within timeline.

iR v %
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W{ 0Yy—0H—2022
SIS T T

At 09.09.2020: Not started anything. At 15.12.2020: Bunching observed during
visit. 11.08.2021: Bunching observed during visit.

<% [Location-MDB at 3rd floor -Wiring diagram & circuit list was not available on
s:{&=4| distribution boards.

I
RGN
A

30,8, FEF

S Provide circuit diagram /circuit list with proper current ratings and fuse size,
marking for DBs identifying end use load, voltage, number of phases.
EUGSE

W “Initiative has not been taken yet but agreed to complete within timeline.
SERRFR| w1212
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At 09.09.2020: Not started anything. At 15.12.2020: Waring diagram not available.
11.08.2021: Wiring diagram not available.




Location-Facility —Cable penetrations from wall was not sealed.
RIS y P

711
ARG
FIerER

38.5. IR

IS |Seal the cable penetrations through walls adequately with fire resistive elements.

EUGSE

] Initiative has not been taken yet but agreed to complete within timeline.
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W{ 0Yy—0H—=2022
SIS T T

At 09.09.2020: Not started anything. At 15.12.2020: Cable penetration from wall
not sealed. 11.08.2021: Cable penetration from wall not sealed.

A [Location-MDB at 3rd floor ~-Common neutrals were observed for more than one
S| circuits.

Bk}
RGN
RG]

3¢5, IS

S Each circuit should have a separate neutral (use of common neutral for more than
one circuit shall not be permitted ).
EUGSE

hlLE]

W “Initiative has not been taken yet but agreed to complete within timeline.

SRR v Bl
Nﬂ@” sbE—=08-2049
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At 09.09.2020: Not started anything. At 15.12.2020: Common neutral observed.
11.08.2021: Common neutral observed.




qu Location-MDB at 3rd floor —Entry-exit point to the panel was not sealed

711
ARG
FIerER

30,8, IS

Seal the cable entry-exit points of MDB's with non-flammable materials. In

F4SS  |addition: 1. Ensure that HT / LT panels / Switchgears to be vermin / damp proof.
2. Ensure all unused holes / openings in DBs to be blocked properly.

EUGSE

] Initiative has not been taken yet but agreed to complete within timeline.

SRR v Bl
z ob—08-2049

W RE—52—2022
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At 09.09.2020: Not started anything. At 15.12.2020: Entry and exit point not
sealed. 11.08.2021: Entry and exit point not sealed.

=% [Location-Generator shed - Only one earthing connection was provided to the
{54 | generator frame.

FIM
SRS
bl

9.5, IS

S Provide proper separate earthing/grounding to generator. Ensure that generator
body frame to have two separate and distinct connections to the earth / ground.
EUGSE

h/LE]

W “Initiative has not been taken yet but agreed to complete within timeline.
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SIS T T

At 09.09.2020: Not started anything. At 15.12.2020: Only one earth connection
found. 11.08.2021: Only one earth connection found.




B Location-MDB at 3rd floor —-ECC was not observed

711
ARG
FIerER

Sb.S. IR

1. Provide the ECC to meet minimum cross-sectional area as per table 4.5. 2.

S Ensure that connections between conductors / equipments provided to durable
electrical continuity and adequate mechanical strength and protection. 3. The

continuous earth connection is provided back to the main intake supply earth.

W “|Initiative has not been taken yet but agreed to complete within timeline.
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At 09.09.2020: Not started anything. At 15.12.2020: ECC not observed 11.08.2021:
ECC not observed

qu Location-MDB at 3rd floor —Earthing was not provided for distribution panelﬂs door.

711
ARG
FIerER

9.5, I

] Provide adequate earthing to body and doors to MDB. Ensure that all electrical
panels provided with proper and separate earth potential.
EUESE

W “|Initiative has not been taken yet but agreed to complete within timeline.

JIFHE| v %12
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At 09.09.2020: Not started anything. At 15.12.2020: Door earthing not found.
11.08.2021: Door earthing not found.




o Location-Roof top -Lightning protection system was not installed.

711
ARG
FIerER

0.8, IS

] Provide adequate protection against lightning depending on the probability of a
strike and acceptable risk levels at roof top of building.
EUESE

Ch/bt]

W “|Initiative has not been taken yet but agreed to complete within timeline.
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REIRHID

At 09.09.2020: Not started anything. At 15.12.2020: LPS not installed till now.
11.08.2021: LPS not installed till now.

w4 |Location- -The factory didnllt conduct planned periodical inspections and testing for
TS| insulation, earth resistance,operation test of all equipments

I
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E2LORIG

8.5, I

Conduct Planned Periodical inspection and testing (insulation, earth resistance,

I operation test) of all electrical equipment to ensure proper operability of the
installation and record should be maintained.

EUGSE

h/LE]

W “Initiative has not been taken yet but agreed to complete within timeline.
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At 09.09.2020: Not started anything. At 15.12.2020: Periodic inspection not done.
11.08.2021: No inspection report found .




