
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "সু িমক, েশাভন কমপিরেবশ;
গেড় তুলেব াট বাংলােদশ"

  

কাপ পযেবেণর তথ

করখানার নাম লাক ার এ্যাপােরলস িলঃ
িঠকনা 141/142, Lalasarat / 71/1 West Khapara Road, Tongi, 234/4, Kachukhet
করখানার েকড GZP205
কলার েকড

মূলায়েনর ধরণ:  ৈবুিতক মূলায়ন পযেবেণর তিরখ:  ২৬-০১-২০২৩
১. পযেবণ

পিরদশন
পযেবণ Ensure accessibility, illumination and cross ventilation to Transformer

কাপ
আইেটম
কাটগির

১.১. কযম

কযম We have implemented the issue
সুপািরেশর
তথসূ
করখানার
কযম 2022-06-25 00:00:00

অািধকর ৬ সাহ
চূড়া
সময়সীমা ১১-০৭-২০২২

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

05.10.2020: Accessibility is made sure by fire door, illumination is fine , ventilation
is made by windows instead of exhaust and the room size is smaller than required
as per NTPA. 25.01.2021 (CVV 2): Accessibility, illumination and ventilation are all
good but room size is smaller than the required. 03.06.2021: Accessibility,
illumination and ventilation are all good but room size is smaller than the required.
01-08-2022 : Accessibility , illumination and ventilation are all good. 26-01-2023:
Completed.

 সংযুসমূহ (৪) 
          

২. পযেবণ
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পিরদশন
পযেবণ

 The generator room is not properly segregated from the rest of the occupancy due to
presence of non Fire-rated Door  No detector in generator room  Combustible
materials inside generator room  One point frame earthing of generator instead of two

কাপ
আইেটম
কাটগির

২.১. কযম

কযম
 Produce design drawings to demonstrate the incorporation of fire rated enclosure
from floor to ceiling and an approved fire rated self-closing swing door for the
Generator room.  Provide firefighting equipment as required by the Guidelines.

সুপািরেশর
তথসূ
করখানার
কযম

We have not taken any action but we will take action and complete within this
timeline.

অািধকর ৬ সাহ
চূড়া
সময়সীমা ১১-০৭-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

05.10.2020: The generator room is not properly segregated from the rest of the
occupancy due to presence of non Fire-rated door. No detector in generator room.
No Combustible materials found inside generator room . Two point frame earthing
of generator found. 25.01.2021 (CVV2): Two point frame earthing of generator
found. No Combustible materials found inside generator room . generator room is
not properly segregated from the rest of the occupancy due to presence of non
Fire-rated door. 03.06.2021: Two point frame earthing of generator found. No
Combustible materials found inside generator room . generator room is not
properly segregated from the rest of the occupancy due to presence of non Fire-
rated door. 01-08-2022 : Two point frame earthing of generator found. No
Combustible materials found inside generator room . 26-01-2023: Completed.

 সংযুসমূহ (৮) 
                      

৩. পযেবণ
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পিরদশন
পযেবণ

 Illumination of substation is poor  No clear identification mark on distribution panel 
No instruction for first aid to electrical shock and artificial respiration  Connection
without lug  No cover on cable trench.  Access limited or barred to panel boards

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম  Provide easy access to the substation equipments.  Provide clear identification
mark on distribution panel.

সুপািরেশর
তথসূ
করখানার
কযম

We have already started work on this issue and supposed to be complete within
timeline

অািধকর ৬ সাহ
চূড়া
সময়সীমা ১১-০৭-২০১৭

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

05.10.2020: Illumination of substation is good, No clear identification mark on
distribution panel, first aid artificial respiration was available. No cable connected
without proper cable lux. Some cover on cable trench not found. DB has good
access. 25.01.2021 (CVV2): lighting in substation is good ,No clear identification
mark on distribution panel, first aid artificial respiration was available. No cable
connected without proper cable lux. Some cover on cable trench not found. DB has
good access. 03.06.2021: Cables are connected with cable lug & cable trench are
covered. 01-08-2022 :Illumination of substation is good. Found clear identification
mark on distribution panel and instruction for first aid to electrical shock and
artificial respiration. 26-01-2023: Completed.

 সংযুসমূহ (৯) 
                         

৪. পযেবণ
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পিরদশন
পযেবণ

 Access obstructed/barred to MDB  No clear identification mark on distribution board
 Combustible materials near DB

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম  Provide clear identification mark on distribution board.
সুপািরেশর
তথসূ
করখানার
কযম We have implemented the issue

অািধকর ৬ সাহ
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

05.10.2020: No access obstruction found to MDB, Distribution boards do not have
clear and permanent identification marking and no Combustible materials near DB
were found. 25.01.2021 (CVV2): No access obstruction found to MDB, Distribution
boards do not have clear and permanent identification marking and no
Combustible materials near DB were found. 03.06.2021: No access obstruction
found to MDB, Distribution boards do not have clear and permanent identification
marking and no Combustible materials near DB were found. 01-08-2022 :No
access obstruction found to MDB, Distribution boards do not have clear and
permanent identification marking and no Combustible materials near DB were
found. 26-01-2023: Completed.

 সংযুসমূহ (৪) 
          

৫. পযেবণ
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পিরদশন
পযেবণ Lightning Protection System is not installed.

কাপ
আইেটম
কাটগির

৫.১. কযম

কযম / Need to design and install LPS in the building.
সুপািরেশর
তথসূ
করখানার
কযম We have implemented the issue

অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা -

অগিতর
অবা সংেশািধত

মব
05.10.2020: LPS is installed as per approved drawing and design. 25.01.2021
(CVV2): Lightning protection System is installed as per approved drawing and
design. 03.06.2021: LPS has been installed. 01-08-2022: LPS has been installed.
26-01-2023: Completed.

 সংযুসমূহ (২) 
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