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- The generator room smaller than the required size - The generator room is not
S properly segregated from the rest of the occupancy due to presence of non Fire-rated
‘ﬁ’@%ﬁ Door - No detector in generator room - No firefighting equipment is present in the
generator room - Combustible materials inside generator room - No cover on the cable
trench
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st | Remove Combustible materials from generator room. - Provide cover on the cable
trench
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- No earth bar/neutral bar - No instruction for first aid to electrical shock - Access
obstructed/barred - Body & door not earthed - No clear identification mark on
distribution board - MDB/SDB installed on the wooden board with non-standard
enclosing door. - Combustible materials near DB - MCCB installed without enclosure
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- Provide earthing to body & door. - Provide earth bar/neutral bar - Provide clear
identification mark on distribution board. - Install MDB/SDB/SB or MCB on metal
board. ' Enclose installed MCCB
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- No earth bar/neutral bar - No instruction for first aid to electrical shock - Access
obstructed/barred - Body & door not earthed - No clear identification mark on
distribution board - MDB/SDB installed on the wooden board with non-standard
enclosing door. - Combustible materials near DB - MCCB installed without enclosure
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- Provide instructions for first aid from exposure to electrical shock - Remove
obstruction to ensure access to MDB/MCB Box : Remove combustible materials
from DBls nearest zone.
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o Lightning protection system not available
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F5F9 | Provide appropriate Lightning protection system.
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