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s Non engineered connection and bracing system
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ST The connection of steel structure needs to be checked by building engineer and
the bracing system is required to ensure the stability of the structure.
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I |We have not taken any action yet but agreed to complete the issue within the

FIEFH  |given timeline.
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16/09/2020: Not started any structural remediation work with consultant.
BRI 14.02.2021: Factory take any action regarding this issue. 31.08.2021: No action
taken.




B Cracks in wall-beam joint
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Sections of plaster finish to wall-beam and wall to be removed to investigate if
IS |cracks penetrate into the building structure. Investigation needed to determine
why cracks occurring.
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A We have completed the designated work. During investigation it was observed that
W “|plaster cracks and brick wall-beam jiont cracks due to lack of curing when
construction. There have no structural cracks.
SRR 4T 77
R |
B aliall
:ﬁ,ﬂ MESGIE e
e 16/09/2020: No cracks found during inspection. 14.02.2021: This issue is solved.
31.08.2021: No major cracks found.




