
গণজাতী বাংলােদশ সরকর
ম ও কমসংান মণালয়

কলকরখানা ও িতান পিরদশন অিধদর "সু িমক, েশাভন কমপিরেবশ;
গেড় তুলেব াট বাংলােদশ"

  

কাপ পযেবেণর তথ

করখানার নাম টপার ফাশন িল:
িঠকনা N/224, Nazma Ahmed Complex, Dewanhat, Chattagram
করখানার েকড CHT181
কলার েকড

মূলায়েনর ধরণ:  কঠেমাগত মূলায়ন পযেবেণর তিরখ:  ১৪-০৯-২০২২
১. পযেবণ

পিরদশন
পযেবণ High Stress Column

কাপ
আইেটম
কাটগির

১.১. কযম

কযম Factory Engineer to review design, loads and columns stresses of the total factory
building.

সুপািরেশর
তথসূ
করখানার
কযম We have hired Arko Consultants to complete the DEA.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ২৩-০১-১৯০০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

On 14/11/2018: DEA & Design drawing submission letter found on dated
30/9/2018 On 21/01/2019: They are working on 81st Taskforce's correction On
10/12/2019: Not submitt any document after 81st taskforces correction On
15/10/2020: Same as previous comment On 04/02/2021: Still not taken any
action regarding review design drawing. On 10/08/2021: Still not taken any action
regarding review design drawing. 14/09/2022: The DEA report should be prepared
and resubmitted to DIFE as soon as possible.

 সংযুসমূহ (১) 
 

২. পযেবণ

https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/14311/0/1.png
https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/14311/0/1.png


পিরদশন
পযেবণ Highly Stressed Column

কাপ
আইেটম
কাটগির

২.১. কযম

কযম Verify in-situ concrete stresses by 100mm dia. core for F1 column of the factory
building.

সুপািরেশর
তথসূ
করখানার
কযম

We have hired Arko Consultants to complete the DEA and core cutting is
completing under it.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ২৩-০১-১৯০০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা সংেশািধত

মব

On 14/11/2018:Completed On 21/01/2019: Core test result:
2550,3270,2070,2870,3350,4530,4640,2740,3650,3240 psi. On 10/12/2019:
core test done On 15/10/2020: Same as previous comment. On 04/02/2021: Core
test completed and submitted to DIFE. On 04/02/2021: Core test completed and
submitted to DIFE 14/09/2022: Core Test report was found during inspection date.

 সংযুসমূহ (১) 
 

৩. পযেবণ

https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/14312/0/2.png
https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/14312/0/2.png


পিরদশন
পযেবণ Highly Stressed Column

কাপ
আইেটম
কাটগির

৩.১. কযম

কযম A Detail Engineering Assessment of Factory to be commenced, see attached
Scope.

সুপািরেশর
তথসূ
করখানার
কযম We have hired Arko Consultants to complete the DEA.

অািধকর েযাজ নয়
চূড়া
সময়সীমা ২৩-০১-১৯০০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

On 14/11/2018: DEA & Design drawing submission letter found on dated
30/9/2018 On 21/01/2019: They are working on 81st Taskforce's correction On
10/12/2019: Not submitt any drawing after 81st taskforces correction On
15/10/2020: Same as previous comment. On 04/02/2021: Still not taken any
action regarding review design drawing. On 10/08/2021: Still not taken any action
regarding review design drawing. 14/09/2022: The DEA report should be prepared
and resubmitted to DIFE as soon as possible.

৪. পযেবণ



পিরদশন
পযেবণ Highly Stressed Column

কাপ
আইেটম
কাটগির

৪.১. কযম

কযম Produce and actively manage a loading plan for all floor plates of the factory
building, giving consideration to floor capacity and column capacity.

সুপািরেশর
তথসূ
করখানার
কযম We have hired Arko Consultants to complete the DEA which included load plan.

অািধকর ৬ সাহ
চূড়া
সময়সীমা ২৩-০১-১৯০০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

On 14/11/2018: DEA & Design drawing submission letter found on dated
30/9/2018 On 21/01/2019: They are working on 81st Taskforce's correction On
10/12/2019: Not submitt any document after 81st taskforces correction On
15/10/2020: Same as previous comment. On 04/02/2021: Still not taken any
action regarding review design drawing. On 10/08/2021: Still not taken any action
regarding review design drawing. 14/09/2022: The DEA report should be prepared
and resubmitted to DIFE as soon as possible.

৫. পযেবণ



পিরদশন
পযেবণ Highly Stressed Column

কাপ
আইেটম
কাটগির

৫.১. কযম

কযম Detail Engineering Assessment to be completed.
সুপািরেশর
তথসূ
করখানার
কযম We have hired Arko Consultants to complete the DEA.

অািধকর ৬ সাহ
চূড়া
সময়সীমা ২৩-০১-১৯০০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

On 14/11/2018: DEA & Design drawing submission letter found on dated
30/9/2018 On 21/01/2019: They are working on 81st Taskforce's correction On
10/12/2019: Not submitt any document after 81st taskforces correction On
15/10/2020: Same as previous comment. On 04/02/2021: Still not taken any
action regarding review design drawing. On 10/08/2021: Still not taken any action
regarding review design drawing. 14/09/2022: The DEA report should be prepared
and resubmitted to DIFE as soon as possible.

৬. পযেবণ



পিরদশন
পযেবণ Highly Stressed Column

কাপ
আইেটম
কাটগির

৬.১. কযম

কযম Continue to implement load plan for the building.
সুপািরেশর
তথসূ
করখানার
কযম After vetting of DEA we will implement load plan.

অািধকর ৬ মাস
চূড়া
সময়সীমা ২৩-০১-১৯০০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

On 14/11/2018: DEA & Design drawing submission letter found on dated
30/9/2018 On 21/01/2019: After approved load plan they will implement the floor
load On 10/12/2019: Not submitt any document after 81st taskforces correction On
15/10/2020: Same as previous comment. On 04/02/2021: Still not taken any
action regarding review design drawing. On 10/08/2021: Still not taken any action
regarding review design drawing. 14/09/2022: The DEA report should be prepared
and resubmitted to DIFE as soon as possible.

৭. পযেবণ



পিরদশন
পযেবণ Approval and as-built drawings

কাপ
আইেটম
কাটগির

৭.১. কযম

কযম
As-built architectural and structural drawings of the building to be prepared and
submitted for approval by appropriate authority. As part of this process the
building engineer will be required to make a number of checks on the
inconsistencies between the structural design and the as-built construction.

সুপািরেশর
তথসূ
করখানার
কযম As built drawing is included under DEA package.

অািধকর ৬ মাস
চূড়া
সময়সীমা ২৩-০১-১৯০০

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা চলমান

মব

On 14/11/2018: DEA & Design drawing submission letter found on dated
30/9/2018 On 21/01/2019: They are working on 81st Taskforce's correction On
10/12/2019: Not submitt any document after 81st taskforces correction On
15/10/2020: Same as previous comment. On 04/02/2021: As build architectural
and structural drawing submitted to DIFE. On 10/08/2021: As build architectural
and structural drawing submitted to DIFE. 14/09/2022: The DEA report should be
prepared and resubmitted to DIFE as soon as possible.

৮. পযেবণ



পিরদশন
পযেবণ Exposed rebar found at roof

কাপ
আইেটম
কাটগির

৮.১. কযম

কযম Under the guidance from a qualified structural engineer, address all areas of
needed maintenance by correcting the identified issues.

সুপািরেশর
তথসূ
করখানার
কযম
অািধকর েযাজ নয়
চূড়া
সময়সীমা -

সংেশািধত
সময়সীমা ০১-০১-১৯৭০

অগিতর
অবা র হয়িন

মব
On 04/02/2021: Still not taken any action. On 10/08/2021: Still not taken any
action. 14/09/2022: Exposed rebar was observed at roof top during inspection
date.

 সংযুসমূহ (১) 
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https://sandbox.dife.gov.bd/uploads/rtm/cap_item_details/14318/0/8.png

